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• Verify transformer is 
outputting correct voltage.  
All standard transformers 
output 24VAC.  For 
230VAC supply voltage 
check terminals #1 and 
#3.  For 460VAC supply 
voltage check terminals 
#1 & #5.

Motor does not turn (3-Phase only)
(Motor starter contactor does not pull-in)

1981 E. AURORA RD.
TWINSBURG, OHIO 44087

PHONE: 1-800-321-4968

460VAC
L1 BLK TO #1
L2 WHT TO #5
JUMP #3 TO #4

230VAC

L1 BLK TO #1
L2 WHT TO #3
JUMP #3 TO #5
JUMP #1 TO #4

TRANSFORMER WIRING

If Voltage is incorrect: 

Correct voltage 

If Voltage is correct: 

Contact Factory
















